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MEGALUG &
THRUST BLOCK
(SEE FIGURE 7A)

ALL JOINTS BETWEEN POINT (A) &
POINT (B) IS TO BE MEGALUG
MECHANICALLY RESTRAINED JOINTS.
SEE SECTION 02224 PART 2 2.04
FOR INSIDE CASING.

ALL 45° BENDS SHALL BE ROLLED
TO ACHIEVE 5 HORIZONTAL OFF
SET.

THIS TYPE OF LOOPING SHALL BE
APPROVED BY PUBLIC ULTILITIES
PRIOR TO INSTALLATION

FOR PVC C900 PIPE, MECHANICAL
JOINTS SHALL BE ROMAC GRIP RING.

(B)

INSTALL AIR RELIEF VALVE
SEE FIGURE 04A/B
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